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ZONA SERVICII - ATELIER MECANIC
Jud. Arad, extravilan com. Vladimirescu, DJ 709 km 3+500
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o e oo oo ALNAMENT STRADAL PROPUS - MIN. 20,00 m FATA DE ZONA DE SIGURANTA A DJ 709
([T LIMITA DE PROTECTIE DJ 709 - 20 m FATA DE ZONA DE SIGURANTA A DRUMULUI
(I LIMITA DE PROTECTIE CONDUCTA APA @225 mm - 10 m FATA DE GENERATOAREA

EXTERIOARA A CONDUCTEI
SITUATIA EXISTENTA
-~ e CONDUCTA APA RECE EXISTENTA @ 225 mm ALIMENTARE COM. HORIA
—===LEA==== LINIE ELECTRICA AERIANA 20 KV SIMPLU IZOLATA
SITUATIA PROPUSA
---——-alp-————-  CONDUCTA APA RECE PROPUSA
------ cmp====== CANAL MENAJER PROPUS
— —————— CONDUCTA CANALIZARE PLUVIALA PROPUSA
) FORAJ DE MICA ADANCIME PROPUS
BV BAZIN VIDANJABIL V = 20 mc
OCPH CAMIN APE PLUVIALE CU HIDROCARBURI
=1 SH SEPARATOR HIDROCARBURI
Ocp CAMIN CANAL PLUVIAL APE CONVENTIONAL CURATE
£ GS GURA DE SCURGERE
RI+SPI REZERVA DE INCENDIU + STATIE DE POMPARE PENTRU STINGERE INCENDII
BR BAZIN RETENTIE APE PLUVIALE V = 50 mc
B INSTALATIE SOLARA FOTOVOLTAICA 20 KW
S.C ARMITECTONIC S.R.L. Beneficar Pr. .
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